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Table 403.3 PUBLIC SPACES requires 75 cfm of outdoor air per water closet or urinal. 
Note g. Transfer air permitted in accordance with Section 403.2.2. 
Note h. Mechanical exhaust is required and recirculation is prohibited except that 
recirculation shall be permitted where the resulting supply airstream consists 
of not more than 10 percent air recirculated from these spaces (see Section 
403.2.1, Items 2 and 4). 
 
501.2 Exhaust discharge. The air removed by every mechanical exhaust system shall 
be discharged outdoors at a point where it will not cause a nuisance and not less than 
the distances specified in Section 501.2.1. The air shall be discharged to a location from 
which it cannot again be readily drawn in by a ventilating system. Air shall not be 
exhausted into an attic or crawl space. 
 
Conclusion 
Carbon filter exhaust fans are not approved for installation. 


